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DEMOLITION CEILING PLAN

SCALE: 1/8"=1-0"

KEY NOTES - DEMOLITION CEILING FLAN

Q28|
ozZ.a2
0283
02.84
02 .85
02.85
02,87
02.68
0289
0290
029l

o292

0293
0294
0295
02,96
0297

02.98

EXISTING SUSPINDED CEILING TO REMAN

EXISTING CYPSUM BOARD SOFFTCEILING TO SEMAIN
EXISTING LAY-IN LIGHT FIXTURE TO REMAIN

EXIGTING RECESSED LIGHT FIXTURE TO REMAIN
EXISTING CEILING-MCUNTED |IGHT FIXTURE TO REMAIN
EXISTING SUFFLY AIR DIFFUSER TO REMAIN

EXISTING RETURM AIR DIFFUSER 7O REMAIN

EXISTING FIRE SFRINKLER TO REMAIN

EXISTING FIRE ALARM DEVICE TO REMAIN

EXISTING ELUMINATED EXIT SIGN TO REMAIN

REMCVE SUSPENDED CEIUNG WHERE SHOWN DASHED

REMOWE SYFSUM BOARD SOFFIT/CEILING WHERE SHOWN
DASHED

REMOWE AND RELOCATE LIGHT FIXTURE AS SnOwWn
REMGCWE AND RELOCATE SUPPLY AIR DIFFLISER AS SHOWN
REMOWE AND RELOCATE RETURN AIR DIFFUSER AS SHOWN
RELOCATE FIRE SPRINKLER AS SHOWN

RELCCATE FIRE ALARM DEVICE A5 SHOWN

RELOCATE ILLUMINATED EXIT SIGN AS SHOWN

KEY NOTES - REFLECTED CEILING PLAN

NOW SUSFENDED ACOUSTIC CEILING

NEW GYFSUNM BOARD SOFRTACEILING

WNEW OR RELOCATED SUTPLY AIR DIFFUSER.
NEw OR RELOCATED RETURN AIR DIFFUSER
HEW OR RELOCATED FIRE SPRINKLER

WEW OR RELOCATED LAY-IN LIGHT FIXTURE
WEW RECESSED LIGHT FXTURE

HEW CEILING-MOUNTED UGHT FIXTURE
MEW OR RELOCATED FIRE ALARM DEWICE

MEW OR RELOCATED ILLUMIMATED BXIT SIGN
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\— CONFIRM SOFFIT CONFIGURATION WITH
TENANT TO ALIGN WITH NEW RECEPTION DESK
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REFLECTED CEILING PLAN

SCALE: 1/8"=1-0"
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CEILINGPLANS

JOBNO. 1312

DATE: 03/06/14

DRAWN: HLH

CHECKED:

DRAWING PATH:

SHEET:
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CUTTING m\n PATCHING . BE I 2N PATCH TO W
RFAC OFEN M

TO BE RE AT
S AND EXHAUSTS, ZVENTS.

PAY FOR ANE MAMTAKN PERK

& QETAIN
LIABILITY 1HSURANCE.

TiMG COMDITIDNS AND
5 COMDITIONE AND TO. PROY

£ A CONE—‘U?, [MSTALLATION

SHALL BE WEW, UNLESS MOTED
THE CONTRACTOR SHALL S8
ZERS R

AND EQUIPMEN
AGA AFPROVED WHE AFPLICAE
‘IF’I\"E" INFORMATION q)-'

£ OROCRS: THAT THE
TANDS THE OESIGR

2T CH
T UNDERS
R SUBMITTALS,

\.,ONL,LI-IK Thr_

(2] A
TRACTOR ‘-'IA ‘ PROVIDE A Si

INSTALLED LNMRER TH
T ND I\DD\ IUNr L C\)
f

CONTRACT SHALL
TO THf GWHER,

I MAINTAIN AS—BUILT DRANIMNGS, REC TIONS ON ORA

COM-LE OF PROJECT SUBMIT CRAW

D CONSTRUCTION VaF
TG THE ARCHITECT.

B IDENT MEGHANICAL EQUIPMENT WITH ENGRAYVED STIC
PLATES, 118" THIGK.  INDICATE MANUFACTURER, MODEL N

MELAMIME FLASTIC IDE
SERAL MO., AND AREA SE

S5 T0 MECHAMICAL EQUIRMEMT THAT REQUIRES 3 MAIMTEMAMCE QR

: PIPING OFFSETS AND
SURE FOR EXACT

TRARSITIONS
UREMENTS Ab

ED T2 INSTALL THE
ACCORDINGLY.

10, NOT ALL DUCTWORK Al
WORK ARE SHOWH.  FIELD

3 INST,

ST=RILI DOMESTIC WATER 05
L

TEM WITH CHLORINE OF HYPOUHLORIE 4
AND RINSE TO A LEVEL AC d

AEALTH DEPARTMENT,

NEULATICH; ANS TB47: "K" VALUE G.24 AT 75 F.

ST
SELF SEALING LAP.

RUNOUTE  THRU 1" 1K" FINiSH
B

BOM G, ‘
DOM HW. R 2
13 pue
A GEl NE
DUCTS OR QUTSIDE BLDG:
DLeT. S, CRAWL SPACES, 2ARA
3 oucTsS
K" ValLE
. INSIDE QF Duig
: 1.5 LBACL FT. MIH
DENSITY; COATED AR 1" THIGK. (BT
SIZES ARE CLEAR INIIDE)
ANCGULAR:
R IGULAR

HIN T8 FROM UNIT:
GAe

14, PIPING MATERA|
A WASTE A'I[‘ \rF!
CAS

T BELOW ¢
IRCH, NO-HUB -\_ﬂhuSF—‘; CISF: 301
DER JOINTS: ASTM BSE TYPE L

STM Fl488
STAINLESS L TYPE S04: ASME ATT2.3

c. DTGMESTIC WATER ABODVE GRADE:
COPFER, LEAD FREE SOLDEI

ST BEB TYPE M

f’.i WE| [, JOINTS

13,

AMD
fied

E BUCT
J)S\ AND’DF
‘L[D PER UL 1814 GR UL1SIAE,

Ay MG,

REINFORZED
MAX LENGTH &
DUCT

AR TIGHT IMSLLATED WITE \'APD" FA
[ee RM T NFI f’-\ GOA AND UL 181

TAMLESS STEEL DRAW BAND WITH WORN GEAR f‘ Fw.w
ONICAL SPIN-IN CONNECTORS WITH MANMUAL DAMPERS.

T
CONNEECTIONS G

17, PaINT DUSTWORK ABOVE CEILING RETURH GRILLES FLAT BLACK.

BALANCE AR SYSTEM IN ADANTE WITH STANDARD OF MNEBE. EUEMIT BALANCE
RIMATICN ON STANDARD FORMS FREPARED BY NEBB CR EQUIVALENT. THE SYSTEMS SHALL
LANCED TO FLUS 10— —5% OF THE INDICATED QUANTITIES. SUBMIT A2 £5 OF
T FOR ENGINEERS RE! THE BALANCE CONTRACTOR SHALL BE AN INDEPENDENT
0 BALANCING CONTRAZTOR.
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LW YOLTAGE SWITCH

VARIABLE SPEED MOTOR CONTROL SWITCH
CIRCUIT-SREAKER SWITGH - 20815

OCCUPANCY SEMSCR - SEILING MOUNTED

GCCUPANGY SENSOR - WALL MOUNTED

CCCUPANCY SENSOR - CORNER MOUNTEN - AL OR CEILING
GLCUPANGY SENSOR - LIGHT FIXLRE MOUNTELVINTECRAL
DIGITAL LCAD CONTROL MOSULE WITH | RELAY

DIGITAL LOAD CONTRAL MOJULE WITH 2 RELAYS

DIGITAL LOAD CONTROL MODULE WITH 3 RELAYS

DUGITAL LOAD CONTROL MOTULE WITH 1 RELAY & DIMHING
DIGITAL LOAD GOKTAQL MODULE WITH Z RELAYS & DINKING
DIGITAL SVITCH

DIGITAL SWITCH -4 = NUMBER OF BUTTONS

DIGITAL SWITCH WITH RAISEALOVIER BUTTON
LEO TOUGHSCREEN - X = SCREEN EIZE
THERMAL OWERLOAD SWITCH

FUSH BUTTON

EMERCENCY POWER-DFF SHUNT-TRIP

TIME SWITGH - TORK [GITAL)

PHOTOCELL

fa

A
&
5]

(=]

PHONE/DATA

DATA DUTLET

TELEPHOME OUTLET

COMBINATION TELEPHOMEDATA QUILET
FLUSH FLCOR OUTLET (DEVICE AS INDICATEC}
TELEPHOME TERMINAL BCARD

TELEFHONE TERMINAL EABINET

Massage Envy

AFG ABOVE FINISHED GRaDE
AFLAFCI ARC-FAULT CIRCUIT INTERRUPTER

AIG AMPERE INTERFUFTING CAPACITY (MININUM RATING)

ATS  AUTOMATIC TRENSFER SWITCH
LD CORDOROP
TG CERING MOUNTED
ECRIE  EXSTING
FLR  FLOOR MOUNTED
GORGND  GROUND
GFIGFCI  GROUND-FAULT CIRGUIT INTERRUTER
16 ISOLATED GROUND
156 AVAILABLE FALLT CURRENT (RMS SYMINETRICAL)
ILT  LET-THROUGH FALILT CURRENT (RMS SYMMETRIGAL)
NOR(N)  MEW
NOING  HORMALLY OPENNCRAIALLY CLOSED
QL.  ONCEMIER
AORR)  RELOCATE
ST SHUNT-TRIP
TL TWISTLOCK
TR TAMPER RESISTANT
UG UNDER COUNTER
UON  UNLESS OTHERWISE NOTED
WP WEATHER PRODF
X EXFLOZIONPROCE

P BRANCH-CIRCUIT WIRING SCHEDULE
KOTE ALL SYMBOLS MAY NOT 3E USED ON THIS PROIECT (UNLESS OTHERWISE NCTED)
ONERCURRERT PHASE NEUTRAL ECUIPMENT
DEVICES LIGHTING PROTECION | (ofrict o | CONDUCTOR | GRolnews | cowau
—— DEVICE RATING! SEE (G 'SEE|G ) ! COMDUCTOR &7E
& SINGLE RECEPT, . 125V, 154/208 A5 RECURED [S]  RECESSED FLUCRESCENT s (EREQIEIL \oRERC)
®  DUFLEXRECEPT 125V, 154208 AS REAUI [ SURFCE FLUCRESCENT 15A| #IZAWG|  BIZANG] #2ANG S
4 FOURPLEX RECERT. - 125V, 54304 AS REQURED o1 FLUCRESGENT STRIP LIGHT WA|  H2AWG|  #2AWG| #2ANG 2]
£ HALF-SWITCHED RECEPT, - 125V, 154208 AS ATD 3 UGHT-TYPE INBICATED ON SCwi 25A #10 ANG FIDAWG | HI0AWG 12”‘
@ SPECIL PURPOSE RECEFT. - V AND A A5 REQUIRED F—  UGHT - TYFE BIDICATED ON SCHEDULE WA #0ANG FIOAWG | #10AWG ‘fz"i
[l FLUSHFLOOR OUTLET (DEVICE AS INDICATE G} Al TRACKLIGHT 5A| reaws|  ssmws| #wanc ETH
HD  CLOCK RECEATA ©  SURFACE MOUNTED FIXTURE 40 A 23 ANG 2L AWG | #10AWG LS
— it —  PLUGMOLD -# INDICATES RECEFTACLE SPACING O.C. @[] RECESSED FIXTURE 454 B6ANG BEANG| #10AWG 1"
—m—  WIRENICLD - AS SPECIFIED ON FLAN @on > FECESSEDWALL VIASHER S0A B6 ANG BEAWG| #10aNG 1"
w0l POWERPOLE @  PENDANT MOUNTED FXTURE B0A B4 NG B4 AWG | #10A0C 1 1./'4':
m[  POVERIDATA POLE (DIVIDED) How Hl  WALL MOUNTED FIXTURE TaA B4 ANC 4 ANG #3ANG 1447
O3 esiL, cHiME ORBUEZER ©  KEVLESS RORGELAIN LAWP HOLDSR - 1501Y wa|  maanc| e mame|  Tue|
©  HOQD CONMECTION S EATTERY PACK EMERGENCY LIGKT A #2 AniG RZANWG|  #8 ANG 112"
@  THERMOSTAT AB AEMOTE EMERGENDY LIGHT 1004 #1ANG BANG|  #BANG Tz
MDY QSMPERMOTOR EXTERIOR EMERGENCY EGRESS LIGHT NOTES:
[E3]  BATTERY PACK FOR REMOTE EMERGENCY LIGHT i FOR MOTOR LOADS, USE MGA (MINIMUM CIRCUIT
SWITCHESICONTROLS 5 eATIERY fackedr LT | CONDUCTERS AND Ut MOCP PIRXIVURT
- “gf  BATTERY PACK EXITIEM COMBINATION LIGHT OVER-CURRENT FROTECTIVE DEVIGE) TO SIZE
5 SINGLEFOLE SWITCH [ ML NDICATES KON-SWITGHED NIGHT LIGHT 5 :;:VODL:.::‘SENT GROUNDING CONDUCTOR.
5, TWO FOLE SWITCH EN [MDICATES INTEGRAL EMERGENCY POVIER EATTERY " GROUNDRE%SDﬁEm;i;ngnﬁs’iuéixig;m
B wyoay SWITSH UPPERCASE LETTER ADJAGENT TO FIXT, INDICATES FECTURE TVPE CONDUCTOR SIZE PER EACH 75 OF CONDUCTOR
By, ey SWITCH LOWERCASE LETTER ADJACENT TO FIST, INGICY oL LENGTH. INCREASE CONDUIT SIZE ACCORDINGLY.
55 DUALLE SVIITCHIMG (ALTERMATE LAMPS IF
5;  SINITCH WITH PILOT LICHT ARBREVIATIONS
5, PR, = B —
mndly /as G e o
5 _ : - AFF ASOVE FIMISHED FLCOR
il WECHANICAL TIME SMITCH

ELECTRICAL SPECIFICATIONS

GENERAL REQUIREMENTS

DRAWINGS ARE DIAGRAMMATIC AND DO MOT INDICATE ALL FITTINGS, JUNCTION SOXES, ETC.
REQUIRED. PROVIDE ALL REQUIRED EQUIPMENT, CONDUIT, FITTINGS, WRING, BOXES, ETC, FOR A
COMPLETE AND GPERATIONAL [NSTALLATION,

VIORK AND ECUIPMENT SHALL COMPLY WITH STATE AMD LOCALLY ADDPTED CODES AND
STANDARDS, INCLUDING THE NATIONAL ELECTRICAL CODE (NEC), INTERNATIONAL CODES
(HCODES), AND LOCAL AMENDIENTS.

ANYTHING DRAYVN OR SFECIFIED SHALL NOT BE CONSTRUED TO GONFLICT WITH STATE AND
LOCALLY ADOPTED CODES AND STANDARDS, INCLUDING THE NATIONAL ELECTRICAL CODE, WHICH
COVERMS THE INSTALLATION OF ANY ELECTRICAL WORK, ITEMS SHALL NOT BE INSTALLED IN
GONFLICT VTH THE NEC. RESOLVE ANY AND ALL CONFLICTS PRIOR TO INSTALLATICN.

BECOME THORCUGHLY ACQUAINTED WITH THE CONDITIONS UNDER WHICH WORK. 18 TO BE
PERFORMED. EXAMINE ALL SERVICES, EQUIPMENT, AND EX|STING CONDITICNS, WHICH THIS WORK
1S INANY WAY DEPENDENT UPON, AND BRING ANY DISCREPANCIES OR OMISSIONS FQUND IN THE
DRAWINGS TO THE ELECTRICAL ENGINESR'S ATTENTION PRIOR TO SUBMITTING BID,

THE LOCATION OF OUTLETS AND EQUIPMENT SHOWN DN THE DRAWINGS ARE APPROXIMATE, THE
ARCHITEGT AND ENGINEER SHALL HAVE THE RIGHT TO ADJUST THE LOGATION OF CUTLETS DR
FIXTURES, WATHIN 10 OF THE SPECIFIED LOCATION, BEFCRE THEY ARE INSTALLED AND WITHOUT
ADDITIONAL COST.

PROVIDE DRAWINGS TG LOGAL BUILDING AUTHORITY AND OBTAIN & PERMIT PRICR TO STARTING
ANY WORK,

NOTIFY ELECTRICAL ENGINEER OF ANY CHANGES RECUESTED BY THE LOCAL BUILDING AUTHORITY
IMMEDIATELY AND PRIOR TQ STARTING WORK.

VERIFY AMD COMPLY WITH UTILITY EOMPANY REQUIREMENTS. PROVIDE METERING. CONNEGTION
CABINETS, CT CABINETS, AND TRANSFORMER AND CONNECTION CABINET PADS PER LOCAL UITILITY
CONMPANY REQUIREMENTS.

PROWIDE A REDLINED AS-BUILT SET OF ELECTRICAL DRAWINGS TO OWHER UPON COMPLETION OF
VUORK,

ELECTRICAL WORK SHOINMN LISHT CR MARKED 'F” IS EXISTING, SHOWN DARK |S NEWY, AND SHOWN
DASHED |5 EXISTING TO BE REMOVED OR RELECATED UNLESS OTHERWISE [NDICATED. DASHING
MAY ALSO INDICATE UNDER FLOOR OR UNDER GROLMD CONDUIT, IF UNCLEAR, CONTACT
ELECTRICAL ENGINEER FOR CLARIFICATION.

EQUIFMENT, WIRING, AND DEVICES SHOWN ARE NEW UNLESS STHERWISE NOTED,
MAINTAIN CIRCUITING TO EXISTING EQUIPMENT AND DEVICES TO REMAIN,
REFERENCE ARCHITECTURAL ORAVWINGS FOR ADDITIONAL INFORMATION.

INSTALL ECUIFMENT AND DEVICES PER THE MANUFACTURER'S IHSTALLATION INSTRUGTIONS,
NOTIFY ELECTRICAL ENGIMEER, PRIOR: TO INSTALLING EQUIFMENT AND DEVICES, IF
MANUFACTURER'S INSTALLATION INSTRUCTIONS CONFLICT WITH ELECTRICAL INFORMATION ON
THE THESE DRAWINGS.

ELECTRICALLY OFERATED EQUIFMENT SHCWH ON PLANS, AND NGT CIRCUITED ON THE
ELECTRICAL PLANS, WILL REQUIRE ELECTRICAL SERVICE. CONTACT ELECTRICAL ENGINEER FOR
COMNECTION REGUIREMENTS AND CLARIFICATION PRIGR TO 81D, THE COST FOR THIS WORK SHALL
BE INCLUDED IN THE BID.

PROVIDE HANGERS AND SUPPORTS TO ADEQUATELY AND SECURELY SUPPORT ELECTRIGAL
SYSTEM COMPONENTS IN A NEAT AND WORKMANLIKE MANMER,

MAINTAIN THE FIRE RATING OF THE ASSEMBLY (CEILING, WALL, OR FLOOR) IN WHICH EQUIPMEHNT,
VMRING, AND DEVICES ARE TO BE INSTALLED.

ALL EQUIPMENT SHALL BE FULLY RATED FOR THE AMBIENT COMNDI TIONS (ELEVATION,
TEMPERATURE, ETC) AT THE PROJECT LOCATION.

SUBMITTALS AND SUBSTITUTIONS

FROVIDE FRODUCT CATA SHEETS AND SHOP DRAWINGS FOR EQUIPMENT, FIXTURES. AHD DEVICES
TO ELECTRICAL ENGINEER FRIOR TO PURCHRSING. REVIEW, STAMP AND IMITIAL ALL ELECTRICAL
SUBMITTALS AND SHOP DRAWINGS CERTIFYING THAT THE SUBMITTALS HAVE BEEN REVIEWED
FRIOR TO SUBKMITTING TO ELECTRIGAL ENGINEER FOR REVIEW.

EQUIFMENT AND FIXTURES SPECIFIED REPRESENT REQUIRED QUALITY AND PERFORMANGE.

PRCV|DE PRODLUCT DATA SHEETS AND SHOF DRAWING OF PROPOSED SUBSTITUTIONS TO
SPECIFIED ECUIPMENT TO ELECTRICAL ENGINEER FOR REVIEW. ELECTRICAL ENGINEER SHALL
DETERMIME THE AGCEPTABILITY OF SUBSTITUTIONS TO SPECIFIED EQUIPMENT. REVIEW, STAMF
AND INITIALED ALL ELEGTRICAL SUBMITTALS AND SHOP DRAMINGS CERTIFYING THAT SUBMITTALS
HAVE BEEN REVIEWED PRIOR TO SUBMITTING TO ELECTRICAL ENGINEER FOR REVIEW.

SUBMITTALS AND SHOP DRAVWINGS ARE TO INCLUDE THE FOLLOVING: KEY TO PLAN DESIGNATIONS,
MANUFACTURER, MODEL NUMEER, DATA SHEETS, QUANTITIES, COLORS, LABELS, CIMENSIONS,
INSTALLATION INSTRUCTIONS, AND ANY ADDITICNAL INFORMATION REQUIRED TO DETERMINE [F
THE PRODUCT MEETS THE DESIGN INTENT.

CCNSTRUCTION PHASE REVIEW RECUIREMENTS.

INSTALL POVWER, LIGHTING, COMMUNICATIONS AND SPECIAL SYSTEM (FIRE ALARM, SECURITY,
BUILDING AUTOMATION, ETC) BOXES PRIOR TO RUNNING CABLE OR CONDUIT TO BOXES. ARRANGE
FOR CWNER, ARCHITECT, AND ENGINEER TO REVIEW BOX LOGATIONS PRIOR TO RUNNING CABLE
OR CONDUIT TO BOXES, ADJUST BOXES AS DIRECTED BY OWNER, ARCHITECT, AMD ENGINEER.

REQUESTS FOR MODIFICATIONS TO THE CONTRACT (CHANGE ORDERS]

REQUESTS BY CONTRAGTOR FOR ADDITION GR REDUCTION TO THE CONTRACT AMOLINT SHALL BE
ACCOMPANIED BY THE FOLLOWING FOR EVALUATION BY THE GWWNER AND ENGINEER:

CRIGIN AND DATE OF CLAIM

QUANTITIES OF PROOUCTS, LABGR, AND EQUIPMENT
DOLLAR AMIOUNT OF TAXES, OVERHEAD, AND PROFIT
JUSTIFICATION FOR ANY GHANGE N CONTRACT TIME
CRED|T AMOUNT FOR DELETIONS (W TH DRGUMENTATION;
DATES AND TIMES OF WORK PERFORMED, AND BY WHOM
TIME RECORDS AND WAGE RATES PAID

INVOICES AND RECEIPTS FOR PROOUCTS ANG EQUIFMENT

L e B UE B

SUBMIT ALL DOCUMENTATION TO ENGINEER AND OWNER, AND OBTAIN WRITTEN APPROVAL PRICR
TO STARTING ANY WORK THAT AFFECTS THE CCNTRACT AMCUNT OR COMPLETION DATE,

EXISTING CONDITIGNS

THESE DRAWINGS CONTAIM [HFORMATION REGARDING EXISTING CONDITIONS. THIS INFORMAHDN
WAS COMPILED FROM EXISTING DRAWINGS, CASUAL FIELD OBSERVATICNS OR INFGRMATION
PROVIDED BY OTHERS, IN SOME CASES, ASSUMPTIONS WERE MADE WHEN FIELD DEsERvA‘rluNs
OR EXISTING DRAVWINGS 0ID NOT PROVIDE NECESSARY IMFORMATION (1€, LOCKED DISCONNECTS,
MO WIRE 5IZE INDICATED, NAMEPLATE DATA MISSING, INACCURATE AS-BUILT DRAMINGS, ETC.),

EX|STING CONDITIONS SHALL BE WERFIED AND ALLOWED FOR PRIOR TO BID AND CONSTRUETION,
NOTIFY THE ELECTRICAL ENGINEER OF ANY DISCREPANCIES WITH THESE DRAWINGS IMMEDIATELY
AND PRIOR T COMMENCING ANY FURTHER WORK.

COORCINATION

THE ELECTRICAL DRAWINGS ARE ONLY CNE PART OF A COMPLETE SET GF CONSTRUCTION
DOCUMENTS, EXAMINE THE ARCHITECTURA AND MECHANICAL DRAWINGS PRIOR TO SUBMITTING
HID AND STARTING WORK TO DETERMINE THE FULL EXTENT OF ELECTRICAL WORK REQUIRED.

COORLINATE WORK WITH OTHER TRADES PRIGR TO ROUGHHN. COORDINATION SHALL INGLUDE
REVIEVIING THE ARCHITECTURAL AND MECHANICEL, ETC, DRAWINGS AND SHOP DRAWINGS PRIOR
TG BIO AND CONSTRUCTION.

OBTAIN AND REVIEW SHOP DRAIVINGS. PRODUGT DATA, MANLIFACTURER'S WIRING DIAGRAMS AND
MANUFACTURER'S INSTRUGTIONS FOR EQUIPMENT PROVIDED BY OTHERS.

THE FINAL LOGATION OF EQUIPMENT SHALL BE GOORDINATED [N THE FIELD, PRIOR TO ROUGHAN,
TOMEET APPLICABLE LOCATION, HEIGHT ANC CLEARANCE REQUIREMENTS.

DEMOLITION

DISCONNECT WIRING TO EQUIPMENT. CEVICES, AND FIXTURES TO BE REMOVED, REMOVE
EQUIPMENT, WIRING, DEVICES AND CONDUIT NOT BEING USED. FIELD VERIFY EXISTING
COMDITIONS TO DETERMINE EXTENT OF DEMOLITION WORK, REFERENCE ARCHITECTURAL,
MECHANIGAL, AND ELEGTRICAL PLANS FOR ADDITIONAL INFORMATION,

MAINTAIN THE ELEGTRIGAL SERVICE TO EXISTING EQUIFMENT AND DEVICES TO REMAIN .
MAINTAINING EXISTING SERVICES

MAINTAIN THE ELECTRICAL SERVICE TO EXISTING TENANTS AND AREAS. ANY SERVICE
DISCONTINUITY SHALL BE COORDINATED AND APPROVED BY GWNER AND TENANTS PRIGR TO
OLITAGE. IF REQUIRED, PROVIDE TEMPORARY POWER DURING OUTAGE.

VARING AND COMDUIT

NEW WIRING SHALL BE THHI/THUN 2, 80°C INSULATED COPPER UNLESS DTHERWISE NOTED,
ALUMINUM CONOUCTORS SHALL BE XHHW-Z, INSULATED GOMPACT STRAND,

THE GONDUGTORS FOR 158 AND 208 BRANCH CIRCUITS SHALL BE #12 THHMTHINN.2, 80°C
INSULATED COPPER.

BRANCH-CIRCUIT CONDUCTORS GREATER THAN 208 SHALL BE AS INDICATED ON PLANS OR
RECUIRED PER CODE.

20 ANPERE BRANCH CIRGUIT HOMERUNS OVER 75 SHALL BE #10AWS GU AND OVER 155 SHALL BE
#EAWE CU,

THE MAXIMUM NUMBER OF CONDUCTORS IN A CONDUIT FOR A 30 SYSTEM SHALL BE THREE (A2,
B, CE), MOT INCLUDING NEUTRAL AND FRQUIFMENT GROUNDING CONDUCTORS, UNLESS
OTHERWISE INDICATED. CONDUIT SIZE SHALL BE BASED UPON NEC CHAPTER 8 AND ANNEX C.

MORE THAN 3 CURRENT-CARRYING CONDUCTORS MAY BE INSTALLED 1M A RACEWAY IF THE
APFROPRIATE AMPAGITY-DERATING FACTORS ARE APPLIED.

PROVIDE A DEDICATED NEUTRAL FCR EACH LINE-TO-NEUTRAL CIRCUIT UMLESS A MULTI-POLE
BREAKER, WHICH DISCONNECTS ALL PHASE CONDUCTORS THAT SHARE A MEUTRAL, IS PROVIDED:
(LISTED EREAKER-TIES ARE PERMITTED),

PROVIDE AN INSULATED EGQUIFMENT GROUNDING CONDUGTOR \MTH ALL FEEDERS AND
BRANGH-CIRGUIT WIRING,

INCREASE CONOUIT 5IZE AS REQUIRED TO ACCOMIMUDATE EQUIPMENT GROUNDING CONDUGTOR.

CONDUIT SHALL BE CONGEALED IN WWALLS, FLOOR OR CEILING IN FINISHED AREAS UNLESS
OTHERWSE INDICATED,

INFINISHED AREAS, WHERE CONDUIT ANO CABLE CAN NOT BE CONCEALED IN WALLS OR CEILINGS
{LE, EXISTING MASCHRY CONSTRUCTION), PROVIDE WIREMOLD DR EQUAL SURFACE MOUNTED
RAGEVWAY AS APPRGVED BY ARCHITECT OR ENGINEER.

THE TYPE OF CONDUIT SHALL BE AS FOLLOWS FOR ALL FEEDERS AMD BRANCH CIRCUITS, UNLESS
OTHERVWISE SPECIFIED OR REQUIRED. REFERENCE THE NEC FOR ADDITIONAL APPLICATICN
REQUIREMENTS.

APPLICAT] TYPE OF CONDUIT
INCONGRE TE OR MASONRY EMT, GRC ORPVC
OUTDOORS (ABOVE GRADE) EMT OR GRG

BRANCH CIRCUITS (EXPOSED) EMT OR GRC
INTERIOR BRANCH CIRCUITS [COMCEALED BEHIND DRYWALL) MG CABLE CREMT
INTERIOR BRANCH CIRCUITS (ABOVE DROPPED CEILINGS) emT

FINAL CONNECTIONS TO LIGHT FIXTURES SHALL BE MADE WITH FLEXIELE METAL GONDUIT WITH A&
MAXIMUM LENGTH OF §'.

ALL CONDUITS AND CABLES PASSING THROUGH RATED WALLS, FLOORS OR CEILINGS SHALL BE
FIRE STOPPED WITH APPROVED FIRE BARRIER CAULK. INSTALL CAULK PER MANUFACTURE'S
INSTRUGTIONS AND MAINTAIN THE RATING OF THE WALL, FLOOR, OR CEILING BEING PENETRATED.
DEVICES.

DEVICE AND FACEFLATE COLOR SHALL BE AS SPECIFIED 8Y THE ARCHITECT OR TO MATCH
EXISTING. COORDINATE FACEPLATE AND DEVICE COLORS WITH ARCHITECT, INTERIOR DESIBNER
AND DIWNER PRIOR TO FURCHASING AND INSTALLING DEVIGES AND FACEPLATES.

PROVIOE COMMERCIAL SPECIFICATION GRADE SWITGHES AND RECEPTACLES,

PROVIDE DEVIGES AS INDICATED BELOW.

DEVICE MANUFACTURER MODEL MUMBER
WALL GCCUPANCY SENSOR WATT STOPPER FITETT)

PROVIDE HUBBELL OR ECUAL RECEFTACLES WITH THE APPROPRIATE NEMA CONFIGURATION FOR
RECEPTACLES SHOVWN DN THE ELECTRICAL PLAN.

CCORDINATE MOUNTING HEIGHTS OF SWITCHES, RECEPTAGLES, PHOME OUTLETS, DATA QUTLETS,
TV QUTLETS, AND LIGHT FIXTURES WITH ARCHITECTURAL DRAWINGS.

THE MOUNTING HEIGHT FOR DEVICES SHALL BE AS INDIGATED BELOW, UNLESS OTHERWISE
NOTED, MOUNTING HEIGHTS ARE TO CENTER OF DEVICE, UNLESS OTHERWISE NOTED, MATCH
MCUNTING HEIGHT OF EXISTING DEVICES |F APPLICABLE,

GENERAL RECEPTACLES {COMMERCIAL) @18" AFF

LIGHT SWITCHES @ 44" AFF

DATAIPHONE DUTLETS (COMMERCIAL) @ 18" AFF
COMPLY (4 TH ADA STAMDARDS FOR MOUNTING HEIGHTS AND LOCATIONS.

DEVICES IN THE SAME LOCATIGN AND AT THE SAME MOUNTING HEIGHT SHALL BE MOUNTED UNDER
A COMMON WALL PLATE,

DISTRIBUTICN EQUIFMENT

FROVIDE A LISTED BREAKER-TIE OR MULTI-PCLE BREAKER FOR EACH MULTIVARE (SHARED
NEUTRAL) BRANGH GIRCUIT.

PROVIDE A TYPED PANEL SGHEDULE WITH LOAD DESCRIPTIONS FOR PANELS AFFECTED BY THIS
PROJECT,

|DENTIFICATION FOR ELECTRICAL SYSTEMS.

PROVICE IDENTIFICATION LABELS QR HANDYWRITTEN TEXT USING INDELIBLE MARKER TO [DENTIFY
CIRCUITS ENCLOSED IN BOXES.

USE IDENTIFICATION LABEL OR ENGRAVED FACEPLATE TO IDENTIFY BRANCH CIRCUITS FEEDING
RECEPTACLES AND SWITCHES, PROVIDE IDENTIFICATION ON INSIDE SURFACE OF FACEPLATE FOR
RECEPTACLES AND SWITCHES IN PUBLIC AREAS OR IN AREAS AS DIRECTED BY ARCHITECT OR
OWNER.

USE [DENTIFICATION LABEL TOIDENTIFY RECEPTACLES PROTECTED BY LIPSTREAM GF|
PROTECTION,

LABEL CONDUCTORS AND CABLE \WITH PCWER SCURCE AND CIRCUIT NUMBER OR OTHER
REQUIRED DESIGNATION. USE WRAP-ARDUND SELF-ADHESVE VINYL CLOTH, WRAP-AROUND
SELF-ADHESIVE VINYL SELF-LAMINATING, HEAT-SHRINK SLEEVE, PLASTIC SLEENE, PLASTIC
GLIP-GH, OR VINYL SPUIT SLEEVE TYPE MARKERS SUITABLE FOR THE CONDUCTOR OR CAELE TOBE
IDENTIFIED. USE FAGTORY PRE-PRINTED QR MAGHINE-PRINTED TEXT, ALL GAPITALIZED UNLESS
OTHERWISE INDICATED.

CONDUCTOR INSULATION SHALL BE COLOR CODED AS FOLLOWS:
2080120V, 3@: PHASE: A-BLACK; PHASE B-RED; PHASE C-BLUE

IDENTIFY EXISTING ELEMENTS TO REMAIN THAT ARE NOT ALREADY IDENTIFIED.

PROVIDE TYPEWRITTEN CIRCUIT DIRECTORY TO IDENTIFY LOADS SERVED FOR PANELBOARDS AND
LOAD CENTERS.

TELEPHONE. DATA. AND CABLE QUTLETS

PROVIOE A 4"X4" JUNCTION BOX WITH SINGLE-GRNG PLASTER RING AND A 314" CONDUIT WITH PULL
STRING TO NEAREST ACCESSIBLE CEILING SPACE FOR EACH WALL MOUNTED PHONE, DATA, AND
CABLE OUTLET.

LIGHTING
PROVIOE LIGHT FIXTURES AS INCICATED ON LIGHTING PLAN OR FIXTURE SCHEDULE.
PROVIDE A DEDICATED NEUTRAL GONDUGTOR FOR EACH LIGHTING GIRCUIT.

MAKE CONNEGTIONS TO LIGHT FIXTURES USING BUILDING WIRE WITH INSULATION SUITABLE FOR
“TEMPERATURE CONDITIONS WITHIN THE LUMINAIRE,

EIRE/SPRINKLER ALARM AND DETECTICN SYSTEM

PPROVIDE MODIFICATIONS AND EXTENS|ONS T0 THE EXISTING FIRE ALARM AND DETECTION
SYSTEM.

ALRRM AMD DETECTION 5YSTEM SHALL BE DESIGN/BUILD, PROVIDE ALL COMPOMENTS NECESSARY
FOR A COMPLETE AND GPERATIONAL SYSTEM, REGARDLESS OF WHETHER SHOWM M THE
CONTRACT DOCUNMENTS OR NQT,

ALARM ANC DETECTICN SYSTEM SHOP DRAWINGS SHALL BE PREPARED BY THE SYSTEM SUPPLIER
AND SIGNED AND SEALED BY A LICENSED PROFESSIOMAL ENGINEER, SHOP DRAWMMNGS SHALL
INCLUDE DEVICE LOCATIONS, WIRING DIAGRAM, EQUIFMENT SPECIFICATIONS, BATTERY
CALGULATIONS, VOLTAGE DROP CALCULATIONS, SEQUENCE OF OPERATION AND OTHER DETAILS
RECUIRED BY THE LOCAL BLILDING DEFPARTMENT, IFC AND NFPA 72 WITH LOCAL AMENDMENTS.
THE SYSTEM SHALL BE DESIGNED N ACCORDANCE VITH THE RECUIREMENTS OF THE 185, IFC,
NFPA 72 AND LOGAL CODES AND ORCIMANCES. SHOP DRAWINGS SHALL BE SUBMITTED TO THE
BUILDING DEPARTMENT AND FIRE DEPARTMENT AS A DEFERRED SUEMITTAL. SHOP DRAWINGS
SHALL EE APPROVED PRIOR TO PURCHASING ANY EQUIFMENT OR STARTING ANY WORK,

KAZIN & ASSOCIATES, INC
CONSULTING
ELECTRICAL ENGINEERS

9364 TEDDY LANE,
SUITE #101
LONE TREE, CC 80124
(720) 489-1609
(720) 489-1611 FAX

MASSAGE ENVY
9471 S. UNIVERSITY BLVD. SUITE 14
HIGHLANDS RANCH, CO 80126

REVISIONS

Ne. Descripion Date

CLIENT:
MATRIX GROUP, INC

ELECTRICAL
SPECIFICATIONS
& LEGEND

Project Number 14023

Date 22514

Drawn by BEK

Checkad by BEK
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Massage Envy
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LIGHTING FIXTURE SCHEDULE

PREPARED BY KAZIN & ASSCCIATES

DESCRIPTION OF LUMINAIRE LUMINAIRE SPECIFICATION
1D DESCRIPTION FINISH MOUNTING | manuracTURER CATALOG NUMBER LAMP(S) VOLTAGE
A |WALL ScoNcE PERTENANT  |WALL-HTPER |ocpvenant | pEr TENANT B0 MAX 120
7 % & RECESSED FLUCRESCENT
B |G deviio T B WHITE RECESSED  |STANDARD PER DESCRIPTION (2) FazTe 120
MNOTES;

PROVIDE FLUORESCENT LAMPS RATED 3500K, BSCRI, AND ALL MADE BY THE SAME MANUFACTURER,

PROVIDE INTEGRAL DISCTONNECT FOR EACH DOUBLE-ENDED FLUORESCENT FIXTURE TO DISCOMNECT THE BALLAST FROM THE LAMP SOCKET.
PROVIDED HANGERS, ADAPTERS, INSTALLATION KITS, PARTS AND PIECES TO INSTALL THE SPECIFIED FIXTURE IN THE LOCATIONS SHOWN ON THE PLAN.
PROVIDE PROGRAMMED START BALLASTS FOR FLUORESCENT FIXTURES.

assoaciates

KAZIN & ASSOCIATES, INC
CONSULTING
ELECTRICAL ENGINEERS

9364 TEDDY LANE,
SUITE#101
LONE TREE, GO 80124
(720) 489-1609
(720) 489-1611 FAX

MASSAGE ENVY
9471 S. UNIVERSITY BLVD. SUITE 14
HIGHLANDS RANCH, CO 80126

REVISIONS

No. Description Cate

PARTIAL DEMO/EXISTING LIGHTING PLAN
SCALE: 118" = 10"

Lo ( ks per /':ZS?-JZ & v f])@- c Bk

PARTIAL LIGHTING PLAN
8 Fempwew

CLIENT:
MATRIX GROUP, INC

LIGHTING PLAN
Project Mumber 14023
Date 22514
Drawn by BEK
Checked by BEK

E1.1

MI2026-011
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KAZIN & ASSOCIATES, INC
CONSULTING
ELECTRICAL ENGINEERS

9364 TEDDY LANE,
SUITE #101
LONE TREE, CO 80124
(720) 489-1609
(720) 483-1611 FAX
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MASSAGE ENVY
9471 S. UNIVERSITY BLVD. SUITE 14
HIGHLANDS RANCH, CO 80126

REVISIONS

Description Date

DEMO EXISTING RECEPTACLE | -
AND REUSE CIRCUIT TO FEED

NEW RECEPTACLE (TYPICAL)

CLIENT:

| MATRIX GROUP, INC

POWER PLAN
Project Number 14073
Date 22514
Drawn by BEK
Chacked by BEK

PARTIAL DEMO/EXISTING POWER PLAN

PARTIAL POWER PLAN

El.2

MI2026-011
Page 174 of 178

177




1. Hiring & Screening

e Background checks on every employee before hire
e We verify licensure through the state board — no exceptions
e We check references while reading an application, and easily recognize read flags

2, Staff Training

e Our staff must complete Annual Training every year on ethics and code of conduct.
e Staff know exactly who to call and that they will never face retaliation for reporting
e Background checks and certifications are redone on an annual basis, and required to remain employed.

3. Physical Environment & Transparency

All services are documented — client name, therapist, time in/out, service type
No cash-only transactions or off-menu services

Doors and rooms are designed for appropriate privacy, not concealment

No services offered that aren't on the published menu

4. Client Intake

Every client completes intake paperwork

Every client is greeted and checked in face to face

Staff are trained to notice if someone appears coached, fearful, or accompanied by someone controlling the
interaction

5. Reporting Culture

e \We have a clear internal reporting chain
e Massage Envy contracts a third party company that investigates any issue that is reported. Their team is made
of psychologists and professionals who would never turn a blind eye to a red flag.

6. Industry Credibility

e Licensed massage therapists are held to a professional code of ethics
e Our ownership group is active in the professional community and aware of what legitimate massage looks like
versus exploitation.

Massage Envy
MI2026-011 178
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99@ DOUGLAS COUNTY

COLORADO

Massage Facility License Supplemental Questions

1. Have you owned or operated a similar establishment with a massage facility license in the past?
If so, provide information on the business location(s) and license number(s).

2. s this a new or existing business (how long in existence?)
Existing we opened in 2005

3. How many full and part-time employees does the business include?
Full Time 8, Part time 13

4. Does the business employ anyone under the age of 18?
No

5. What type of service(s) does the business provide? Include a list of services as a separate
attachment (if needed).

Full body Massage
Total Body stretch
Facial services

6. What are the days and hours of operation?
We are open 7 days a week, total of 76 hours per week.

7. Are all current employees trained on the County’s massage regulations pertaining to prohibited

activities, recognizing unlawful acts, and methods of reporting unlawful acts?
Yes, we also do yearly training

8. What are your procedures for training employees?

We do yearly training for all staff members on a platform called MEU, We do hands on training as well.

100 Third Street | Castle Rock, Colorado 80104 | 303.660.7460 | www.douglasco.gov
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9. How are you going to conduct compliance checks and monitor that your employees are following
the County’s massage regulations?

Yearly background checks are ran, we also conduct quarterly visits

10. What are your procedures if an employee violates the County’s massage regulations such as
receiving money or engaging in explicit behavior?

We file an incident reports and report any mis conduct to DORA, along with restricting them in all computer
systems.

11. What are your procedures if a customer solicits an employee?

We file an incident report, restrict the client from all Massage Envys, and have employee file a police report il
applicable.

12. Are you confident that you can comply with the County’s massage regulations?

Yes

Massage Envy
MI2026-011 181
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99@ DOUGLAS COUNTY

COLORADO

Staff Report Addendum

Date: July 2, 2026
To: Douglas County Massage Facility Licensing Authority
Through: Douglas J. DeBord, County Manager
g 8 yvanag SK son KT
From: Kati Carter, AICP, Director of Community Development
CC: Scott Weeks, Senior Planner

Shanna Austin, Public Outreach and Assistance Manager
Steven E. Koster, AICP, Deputy Director of Community Development

Subject: Massage Envy, New Massage Facility License
Project File: MI2026-011
Massage Facility Licensing Authority Hearing: July 7, 2026 @ 2:30 p.m.

Attached is information provided by the applicant in response to Question 1 on the
Supplemental Questionnaire regarding similar establishments the applicant has owned or
operated in the past. Specifically, the question asks: “Have you owned or operated a similar
establishment with a massage facility license in the past? If so, provide information on the
business location(s) and license number(s).”

ATTACHMENTS PAGE
Applicant Supplemental INfOrmMation ... e e 2

100 Third Street | Castle Rock, Colorado 80104 | 303.660.7460 | www.douglasco.gov




CO Trade Name

Legal Entity

Address

Business License

Massage Envy
Arvada West

DJL ME ARVADA
WEST 0705 LLC

15530 W 64th Ave Ste M,
Arvada, CO 80007

768192

Massage Envy
Aurora

DJL ME AURORA
0237 LLC

6735 Cornerstar Way, STE
C, Aurora, CO 80016

20128145-002-LIC,
Massage Facility
License in Process

Massage Envy

DJL ME BRIARGATE

9235 North Union
Boulevard #120 Colorado

Briargate 0189 LLC Springs, CO 80920 0858848L
DJL ME

Massage Envy BROOMFIELD 0021 |1170 US-287 #300,

Broomfield LLC Broomfield, CO 80020 14326

Massage Envy
Cherry Creek

DJL ME CHERRY
CREEK 0194 LLC

201 Steele St Unit 1-A,
Denver, CO 80206

2025-LE-0013613

Massage Envy
Edgewater

DJL ME EDGEWATER
0231 LLC

5465 W 20th Ave, Denver,
Cc0 80214

No Number, Valid thru
5/27/27

DJL ME

Massage Envy ENGLEWOOD 3960 River Point Pkwy,

Englewood 0215LLC Sheridan, CO 80110 In Process
3254 Cinema Pt,

Massage Envy DJL ME FIRST & Colorado Springs, CO

First & Main MAIN 0188 LLC 80922 0858849L

Massage Envy DJL ME FT COLLINS |1514 E Harmony Rd Suite

Fort Collins 0191 LLC 2B Ft Collins, CO 80525 [629308

Massage Envy DJL ME GREELEY 4206 Centerplace Dr

Greeley 1237 LLC #706, Greeley, CO 80634 |118062
9471 S University Blvd,

Massage Envy DJL ME HIGHLANDS |Highlands Ranch, CO

Highlands Ranch |RANCH 0019 LLC 80126 In Process
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Massage Envy

DJL ME LAKEWOOD

7033 W Alaska Drive

Lakewood 0424 LLC Lakewood, CO 80226 42309
210 Ken Pratt Blvd Ste

Massage Envy DJL ME Longmont 180, Longmont, CO

Longmont 0792 LLC 80501 85011533

Massage Envy DJL ME LOVELAND |1657 Rocky Mountain

Loveland 1069 LLC Ave, Loveland, CO 80538 |19986

Massage Envy DJL ME PARKER 012717001 Lincoln Ave #D,

Parker LLC Parker, CO 80134 17279
DJL ME 742 Village Center Dr,

Massage Envy ROCKRIMMON 0341 |Colorado Springs, CO

Rockrimmon LLC 80919 0858850L

Massage Envy
Southlands

DJL ME
SOUTHLANDS 1432
LLC

6295 S Main St, Ste 103,
Aurora, CO 80016

20126638-002-LIC,
Massage Facility
License in Process

Massage Envy

Southwest Plaza

DJL ME SOUTHWEST
PLAZA 1438 LLC

5392 S Wadsworth Blvd
Suite 102, Littleton, CO
80123

42314

Massage Envy
Thornton

DJL ME THORNTON
0153 LLC

1181 E 120th Ave, Unit B,
Thornton, CO 80233

Not Required

Massage Envy
Tiffany Plaza

DJL ME TIFFANY
PLAZA 0155 LLC

7300 E Hampden Ave Ste
A-1, Denver, CO 80231

2025-LE-0013622

Massage Envy
Westminster

DJL ME
WESTMINSTER 0278
LLC

10449 Town Center Dr,
Westminster, CO 80021

20127411-002-LIC
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